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1RLI PROFILE

FIXTURE TYPES

INFORMATION

INSTALLATION SHOULD ONLY BE PERFORMED BY A CERTIFIED ELECTRICIAN 

REFER TO LOCAL/NATIONAL CODES FOR PROPER INSTALLATION

FAILURE TO FOLLOW INSTALLATION INSTRUC TION MAY VOID THE WARRANTY

DO NOT TOUCH LEDS. LEDS MUST BE PROTECTED FROM MECHANICA L STRESS OR DEBRIS

TURN OFF POWER DURING INSTALLATION OR SERVICING

INSTRUCTION KEY

ATTENTION

ADDITIONAL

POWER ON

POWER OFF

2RLI PROFILE 4RLI PROFILE

INCLUDED COMPONENTS

Standalone Fixtures (2’ to 8’)

Continuous Runs (9’ to 16’) Continuous Runs (17’ and longer) 

INDIVIDUAL  LENS

STARTERL ENSENDER  
ENDER LENSJOINER STARTER

FOR NEW CONSTRUCTION INSTALLATION ONLY

3G-1RLI, 3G-2RLI, and 3G-4RLI
1.5",  2",  and 3.5"  RECESSED LINIA
GRID CEILING 
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GRID CEILING FLANGE  - GCX3G-1RLI, 2RLI ,4RLI - GRID CEILING -GCX

3G-1RLI MOUNTING BRACKET 3G-2RLI, 3G-4RLI MOUNTING BRACKET 

FIXTURE EDGE MUST SIT ALONG SIDE TEE

SECTION VIEW 

GCX BRACKET 1/4-20 
THREADED ROD
(BY OTHERS) 

LENS GCX HOUSING

1/4-20 THREADED ROD
W/NUT TO STRUCTURE
(BY OTHERS)

CEILING
(BY OTHERS)
 

9/16 TEE SHOWN 
(BY OTHERS)

UNIVERSAL MOUNTING BRACKET UNIVERSAL MOUNTING BRACKET FOR ALL GRID CEILING TYPES FOR ALL GRID CEILING TYPES 

9L, 9TG
15L, 15TG

9TP, 15TP

9ST

END FILLER

SUSPENSTION CABLE 
(BY OTHERS)

SET ON THIS SIDE FOR 9TP, 15TP, 9ST 

FOLD FOR 15” TEE BAR

0.57”

0.58”

0.51”

T-BAR SCREW 
(BY OTHERS)

SET ON THIS SIDE FOR 15TG, 15L, 9L,9TG 0.37”

0.37”

0.57”

FOLD FOR 9” TEE BAR

OVERVIEW
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ASYMMETRIC LENS ORIENTATION

CEILING

ASYMMETRIC 
LENS

ASYMMETRIC LENS

LIGHT 
DIRECTION

WALL SIDE 

WALL SIDE WALL SIDE 

CEILING

ASYMMETRIC 
LENS

REFLECTOR

LIGHT 
DIRECTION

3G-1RLI, 3G-2RLI-ASYMMETRIC LENS 

3G-4RI-ASYMMETRIC LENS/REFLECTOR ORIENTATION   

WALL GRAZING DISTRIBUTION  ROOM SIDE DISTRIBUTION  

WALL GRAZING DISTRIBUTION  ROOM SIDE DISTRIBUTION  

CEILING

ASYMMETRIC 
LENS

LIGHT 
DIRECTION

WALL SIDE 

CEILING

ASYMMETRIC 
LENS

REFLECTOR

LIGHT 
DIRECTION

ASYMMETRIC LENS ASYMMETRIC LENS

ASYMMETRIC LENS
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MOUNTING TYPES & T-BAR WIDTH

3G-1RLI-GCX 3G-2RLI-GCX

9L - 9/16" LAYIN9L - 9/16" LAYIN

15L - 15/16" LAYIN

9ST - 9/16" SLOT TEE TEGULAR

9TG - 9/16" TEGULAR9TG - 9/16" TEGULAR

15TP - 15/16" TEGULAR15TG - 15/16" TEGULAR

9TP - 9/16" TEGULAR9TP - 9/16" TEGULAR

15TG - 15/16"1 5TP - 15/16" TEGULAR15TG - 15/16" TEGULAR

9ST - 9/16" SLOT TEE TEGULAR

15L - 15/16" LAYIN

2.00”
2.60”

2.00”
2.60”

2.00”
2.60”

2.00”
2.60”

2.00”
2.97”

2.00”
2.97”

1.55”

2.13”

1.55”
2.50”

1.55”
2.50”

2.50”
1.55”

2.13”

1.55”
2.13”

1.55”

1.55”
2.13”

2.00”
2.97”

3.50"3.63"

3.63"

3.63"

3.63"

3.50"

3.50"

3.50"

3G-4RLI-GCX

9L - 9/16" LAYIN

15L - 15/16" LAYIN

4TZ - 4” TECH ZONE

9TG - 9/16" TEGULAR

9TP - 9/16" TEGULAR 15TP - 15/16" TEGULAR

15TG - 15/16" TEGULAR

9ST - 9/16" SLOT TEE TEGULAR

3.43”
4.00”

3.43”
4.00”

3.43”
4.40”

3.43”
4.40”

3.43”

4.00”

3.43”

4.00”

3.43”
4.40”

3.43”
4.00”

3.50"

3.50"

3.50"

3.50"
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3G-1RLI MOUNTING BRACKET LOCATION 3G-2RLI, 3G-4RLI MOUNTING BRACKET LOCATION 

5” 7.50” 7.50”5”PLACE BRACKET 5.00” FROM ENDS OF 
THE FIXTURE 

IDENTIFICATION AND PREPARATION

ID LABEL 

ID LABEL 

ORDER NUMBER ORDER TYPE SECTION ID NUMBER 

TYPE: XX XX

SECTION: 01 OF 03 

CO-0000

STARTER JOINER ENDER 

IDENTIFY FIXTURE SECTIONS BY THE ID LABELS FOUND ON THE BOX INSIDE THE 
SECTIONS

APERTURE = (LENGTH - 1.085”) APPLIED ONLY ON STARTER SECTION  OR 
STANDALONE FIXTURE. 

APERTURE = (LENGTH - 1.085”) APPLIED ONLY ON STARTER SECTION  OR 
STANDALONE FIXTURE. 

POWER 
FEED 

TYPE: XX XX

SECTION: 01 OF 03

CO-0000
GRID SUPPORT BRACKET GRID SUPPORT BRACKET

POWER 
FEED 

PLACE BRACKET 7.50” FROM 
EACH END 

APERTURE (LENGTH - 1.085”)APERTURE (LENGTH - 1.085”)

NOMINAL LENGTH NOMINAL LENGTH 

IDENTIFICATION AND PREPARATION
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TEE-BAR
(BY OTHERS)

3B

32A

REFLECTOR

3A

CONNECT CONDUIT TO SECTION 01 OF THE FIXTURE  

CONDUIT

(BY OTHERS)

(BY OTHERS)
TEE-BAR

#8 SELF TAP SCREW

SECURE TO STRUCTURE

SUSPENSION CABLE 

POWER FEED LOCATION 

START CAP

DD1 AND DD2 LENS SHIPPED SEPARATELY

HINGE REFLECTOR TO ACCESS WIRING 

TERMINAL
SCREWDRIVER
(BY OTHERS)

LENS LENS

WIRING LEGEND

GREEN

PURPLE

WHITE

BLACK

ORANGE

NEUTRAL

HOT/LINE

GROUND

(DIM+)

(DIM-)

REFLECTOR CLIP

FLATHEAD SCREWDRIVER
(BY OTHERS)

(BY OTHERS)

1 1A 2
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B

4C

5B5A

4D 5

REFLECTOR

HOOK & LATCH LOCATION

LENS

TEE BAR 
(BY OTHERS) 

STARTER

JOINER/ENDER 

LEVEL FIXTURES BEFORE ENGAGING 
HOOK & LATCH MECHANISM 

MECHANISM IS NOT INTENDED TO 
PULL SECTIONS TOGETHER  

TUCK WIRES BACK INTO SLOTS AS SHOWN 

SIDE VIEW

ALIGNMENT PLATE

FOR ASYMMETRIC LENS SEE ASYMMETRIC LENS ORIENTATION (PAGE 3)

WIRING CONNECTORLATCH HOOK

4 4A 4



www.3GLIGHTING.com   |   P: 905-850-2305  TF: 888-448-0440 01/25/2024

INSTALLATION INSTRUCTIONS 

3G-1RLI, 3G-2RLI, and 3G-4RLI
1.5", 2" and 3.5" RECESSED LINIA 
GRID CEILING 

8

FLUSH LENS REMOVAL LENS 

FLATHEAD SCREWDRIVER 
( )BY OTHERS

REFLECTOR CLIP

TUCK WIRES BACK INTO SLOTS AS SHOWN 

1 FLUSH LENS REMOVAL 2

3

6

54

7 8

REFLECTOR

DRIVER

TERMINAL
SCREWDRIVER
(BY OTHERS) 

LENS 

2A

REFLECTOR

DISCONNECT WIRES AND REMOVE SCREWS 

LENS

DROP LENS REMOVAL

NOT APPLICABLE FOR 1.5” FIXTURES

LENS

FOR ASYMMETRIC LENS SEE ASYMMETRIC LENS ORIENTATION (PAGE 3)

DRIVER SERVICING
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1 2

3 4 5

LED SERVICING

PRESS DOWN ON TAB TO RELEASE WIRES FROM LED

PINCH END OF REFLECTOR TO RELEASE FROM HOUSING PINCH END OF REFLECTOR TO RELEASE FROM HOUSING 

REFLECTOR

NEW 
REFLECTOR

TERMINAL
SCREWDRIVER
(BY OTHERS) 

LENS LENS 

8

REFLECTOR

2A

NOT APPLICABLE FOR 1.5” FIXTURES

DROP LENS REMOVAL

LENS

CONNECT LED BOARDS TOGETHER WITH RED/BLACK WIRES 

6 7
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TUCK WIRES BACK INTO SLOTS AS SHOWN 

9 10

LENS

LED SERVICING 

FOR ASYMMETRIC LENS SEE ASYMMETRIC LENS ORIENTATION (PAGE 3)


